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. INSTALL HYDRANT CONCURRENTLY WITH WALL CONSTRUCTION PER SITE PLAN REQUIREMENTS.
. INSTALL GEOGRID STRIPS AROUND RISER.

. DRAINAGE BLANKET EXTENDS TO BACK OF REINFORCED SOIL ZONE.

. WIDTH OF DRAINAGE BLANKET IS 3' AND THICKNESS IS 6°.

. DIVE GEOGRID STRIP DOWN UNDER DRAINAGE BLANKET AS NEEDED.

. INSTALL AASHTO NO. 57 STONE BETWEEN THRUST BLOCK AND REDI-ROCK PC BLOCKS.

This deaming s for rederanca only. Determibation of the sultabily andior manner of use of any detals comaned b this document b the soks resparsiifty of

e design engheer of record. Final project desdgns. Including all corstructon detalls, shall be prepared by a boensed professional engheer using the actual
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